4" DIA. SCHEDULE 40
STEEL POST, PAINTED
YELLOW AND FILLED
WITH CONCRETE

VALVE SIZE

TYPE OF VALVE
DISTANCE TO VALVE
NOTE:

2" CAPITAL LETTERS
FACING VALVE
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CONCRETE

UNDISTURBED SOIL

STANDARDS &
SPECIFICATIONS

REVISED:

VALVE
MARKER POST
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